GENERAL DEMOLITION NOTES:
1. Demolition activities shall be conducted in strict accordance with approved sequence of demolition and health and safety plan.

SLUMP CHAMBER DEMOLITION NOTES:
1. Demolition to chamber covers of any type shall occur only when replacement materials are on-site.
2. All chamber openings shall be secured from entry after work hours.

Trim and disguise of rooftop vegetation a minimum of 6 feet around the gate chamber.

City of Westfield
Flood Control Commission
Williams Riding Way Flood Control Pump Station Improvements
Westfield, Massachusetts

Scale: TMI

Sheet 3 of 21
EXPANSION CARD 1

EXPANSION CARD 2

EXPANSION CARD 3

EXPANSION CARD 4

RELAY OUTPUT CARD

NOTES:
1. ADD 14 OHM RESISTOR ACROSS N.O. RELAY CONTACT TERMINALS.
2. JUMPER 18 ON N.O. CONTACT ISOLATION RELAYS.